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RECONNECT NEW MOTORIZED SHADE TO 120 VOLT

CIRCUIT SALVAGED AFTER REMOVAL OF EXISTING

SHADE. PROVIDE ADDITIONAL CONNECTIONS OR

ADJUST CONNECTION LOCATION PER NEW SHADE

MANUFACTURER REQUIREMENTS.

PROVIDE CAT 6 CABLE OR CONTROL CABLE PER

SHADE MANUFACTURER BETWEEN MOTOR CONTROLLER

AT EACH SHADE MOTOR. VERIFY EXACT QUANTITY

OF MOTOR CONTROLLERS WITH SHADE SUPPLIER.

INSTALL AND CONNECTION SYSTEM NETWORK

DEVICE CONNECTOR PER MANUFACTURER'S

INSTRUCTIONS.

INSTALL NEW MOTORIZED SHADE CONTROL STATION

FURNISHED BY SUPPLIER. THIS STATION WILL

HAVE TWO BUTTONS TO CONTROL SOUTH AND EAST
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SEPARATELY.

INSTALL NEW MOTORIZED SHADE CONTROLLER FOR

LOCAL CONTROL OF SHADES IN THIS ROOM
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ADJUST CONNECTION LOCATION PER NEW SHADE

MANUFACTURER REQUIREMENTS.

PROVIDE CAT 6 CABLE OR CONTROL CABLE PER

SHADE MANUFACTURER BETWEEN MOTOR CONTROLLER

AT EACH SHADE MOTOR. VERIFY EXACT QUANTITY

OF MOTOR CONTROLLERS WITH SHADE SUPPLIER.

INSTALL AND CONNECTION SYSTEM NETWORK

DEVICE CONNECTOR PER MANUFACTURER'S

INSTRUCTIONS.

INSTALL NEW MOTORIZED SHADE CONTROL STATION

FOR LOCAL CONTROL OF SHADES IN THIS ROOM

FURNISHED BY SUPPLIER. PROVIDE LOCKABLE

COVER EQUAL TO FSB WBPR SERIES FOR CONTROL

STATION.

INSTALL NEW MOTORIZED SHADE STATIONS FOR

OPEN AREAS. EACH SECTION OF SHADE (WEST,

SOUTH, EAST) TO HAVE INDIVIDUAL CONTROL

BUTTON.

PROVIDE NEW 120 VOLT CONNECTION TO NEW

SHADE AND PROVIDE INSTALLATION OF NEW

CONTROL STATION. CONNECT TO 120 VOLT

MOTORIZED SHADE CIRCUIT IN ROOM.

LOCAL CONTROL STATION FOR THIS ROOM TO HAVE

(4) BUTTONS TO CONTROL EACH WINDOW SECTION

INDEPENDENTLY.
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